
Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

Day Reg & Res

Monday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

May 26, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
(MW) (MW) (MW)

Hour A B C D E F G H I J K L M

1 1,110.0 334.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
2 1,109.0 334.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
3 1,109.0 333.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
4 1,110.0 332.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
5 1,110.0 331.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
6 1,110.0 338.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
7 1,112.0 577.0 93.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
8 1,114.0 578.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
9 1,114.0 582.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
10 1,115.0 646.0 93.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
11 1,115.0 794.0 93.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
12 1,116.0 815.0 93.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
13 1,116.0 979.0 93.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
14 1,117.0 1,031.0 93.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
15 1,117.0 1,031.0 93.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
16 1,117.0 1,032.0 93.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
17 1,118.0 1,102.0 93.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
18 1,118.0 1,103.0 93.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
19 1,119.0 1,103.0 93.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
20 1,118.0 908.0 93.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
21 1,116.0 912.0 93.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
22 1,116.0 894.0 93.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
23 1,114.0 785.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0
24 1,111.0 566.0 93.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 810.0 0.0

 
Daily Energy 

(MWh) 17,440.0 2,232.0 437.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,318      
Ramp Rate Constraint: None

May 22, 2008

Projected Purchases
CVP Corp. 

Transactions
Loads

Projected Base 
Resource (BR)

CVP gen



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

May 22, 2008

  

Day CVP gen
Required 
Energy

Reg & Res

Tuesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

May 27, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,234.0 328.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
2 1,233.0 292.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
3 1,233.0 291.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
4 1,234.0 290.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
5 1,234.0 319.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
6 1,234.0 341.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
7 1,215.0 547.0 86.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
8 1,217.0 580.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
9 1,217.0 580.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
10 1,218.0 598.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
11 1,218.0 624.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
12 1,219.0 777.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
13 1,219.0 962.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
14 1,220.0 1,000.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
15 1,220.0 1,001.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
16 1,220.0 1,001.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
17 1,221.0 1,090.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
18 1,221.0 1,091.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
19 1,222.0 1,092.0 86.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
20 1,221.0 902.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
21 1,219.0 902.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
22 1,219.0 775.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
23 1,238.0 553.0 107.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0
24 1,235.0 552.0 107.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 920.0 0.0

 
Daily Energy 

(MWh) 16,488.0 2,232.0 437.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,926      
Ramp Rate Constraint: None

Loads
CVP Corp. 

Transactions
Projected Purchases

Projected Base 
Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

May 22, 2008

Day CVP gen
Required 
Energy

Reg & Res

Wednesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

May 28, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,254.0 316.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
2 1,253.0 284.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
3 1,253.0 283.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
4 1,254.0 283.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
5 1,254.0 316.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
6 1,254.0 329.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
7 1,235.0 533.0 86.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
8 1,237.0 579.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
9 1,237.0 579.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
10 1,238.0 610.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
11 1,238.0 753.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
12 1,239.0 755.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
13 1,239.0 1,001.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
14 1,240.0 975.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
15 1,240.0 1,042.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
16 1,240.0 1,108.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
17 1,241.0 1,109.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
18 1,241.0 1,109.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
19 1,242.0 1,110.0 86.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
20 1,241.0 922.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
21 1,239.0 880.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
22 1,239.0 614.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
23 1,258.0 552.0 107.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0
24 1,255.0 552.0 107.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 140.0 940.0 0.0

 
Daily Energy 

(MWh) 16,594.0 2,232.0 437.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 13,046      
Ramp Rate Constraint: None

Loads
CVP Corp. 

Transactions
Projected Purchases

Projected Base 
Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

May 22, 2008

Day CVP gen
Required 
Energy

Reg & Res

Thursday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

May 29, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,294.0 322.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
2 1,293.0 321.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
3 1,293.0 321.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
4 1,294.0 320.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
5 1,294.0 319.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
6 1,294.0 329.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
7 1,275.0 531.0 86.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
8 1,277.0 579.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
9 1,277.0 579.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
10 1,278.0 609.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
11 1,278.0 752.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
12 1,279.0 754.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
13 1,279.0 899.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
14 1,280.0 1,080.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
15 1,280.0 1,080.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
16 1,280.0 1,144.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
17 1,281.0 1,144.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
18 1,281.0 1,145.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
19 1,282.0 1,145.0 86.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
20 1,281.0 914.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
21 1,279.0 778.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
22 1,279.0 763.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
23 1,298.0 552.0 107.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0
24 1,295.0 537.0 107.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 980.0 0.0

 
Daily Energy 

(MWh) 16,917.0 2,232.0 437.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 13,374      
Ramp Rate Constraint: None

Loads
CVP Corp. 

Transactions
Projected Purchases

Projected Base 
Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

May 22, 2008

Day CVP gen
Required 
Energy

Reg & Res

Friday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

May 30, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,214.0 318.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
2 1,213.0 279.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
3 1,213.0 279.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
4 1,214.0 278.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
5 1,214.0 316.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
6 1,214.0 318.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
7 1,195.0 540.0 86.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
8 1,197.0 581.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
9 1,197.0 603.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
10 1,198.0 603.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
11 1,198.0 771.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
12 1,199.0 774.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
13 1,199.0 827.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
14 1,200.0 969.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
15 1,200.0 969.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
16 1,200.0 969.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
17 1,201.0 1,059.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
18 1,201.0 1,075.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
19 1,202.0 1,071.0 86.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
20 1,201.0 1,039.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
21 1,199.0 970.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
22 1,199.0 795.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
23 1,218.0 611.0 107.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0
24 1,215.0 542.0 107.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 900.0 0.0

 
Daily Energy 

(MWh) 16,556.0 2,232.0 437.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 13,007      
Ramp Rate Constraint: None

Loads
CVP Corp. 

Transactions
Projected Purchases

Projected Base 
Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

May 22, 2008

Day CVP gen
Required 
Energy

Reg & Res

Saturday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

May 31, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,254.0 310.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
2 1,253.0 238.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
3 1,253.0 237.0 107.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
4 1,254.0 236.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
5 1,254.0 268.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
6 1,254.0 315.0 107.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
7 1,235.0 550.0 86.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
8 1,237.0 558.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
9 1,237.0 559.0 86.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
10 1,238.0 572.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
11 1,238.0 725.0 86.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
12 1,239.0 901.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
13 1,239.0 957.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
14 1,240.0 957.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
15 1,240.0 958.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
16 1,240.0 958.0 86.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
17 1,241.0 1,029.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
18 1,241.0 1,120.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
19 1,242.0 1,105.0 86.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
20 1,241.0 1,038.0 86.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
21 1,239.0 949.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
22 1,239.0 592.0 86.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
23 1,258.0 551.0 107.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0
24 1,255.0 551.0 107.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 940.0 0.0

 
Daily Energy 

(MWh) 16,234.0 2,232.0 437.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,696      
Ramp Rate Constraint: None

Projected PurchasesLoads
CVP Corp. 

Transactions
Projected Base 
Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

May 22, 2008

Day CVP gen
Required 
Energy

Reg & Res

Sunday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Jun 01, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,350.0 284.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
2 1,349.0 231.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
3 1,349.0 230.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
4 1,350.0 229.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
5 1,350.0 324.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
6 1,350.0 383.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
7 1,352.0 476.0 93.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
8 1,354.0 583.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
9 1,354.0 583.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
10 1,355.0 642.0 93.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
11 1,355.0 757.0 93.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
12 1,356.0 818.0 93.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
13 1,356.0 887.0 93.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
14 1,357.0 1,076.0 93.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
15 1,357.0 1,152.0 93.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
16 1,357.0 1,153.0 93.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
17 1,358.0 1,223.0 93.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
18 1,358.0 1,224.0 93.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
19 1,359.0 1,194.0 93.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
20 1,358.0 905.0 93.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
21 1,356.0 833.0 93.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
22 1,356.0 758.0 93.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
23 1,354.0 715.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0
24 1,351.0 715.0 93.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 110.0 1,050.0 0.0

Daily Energy 
(MWh) 17,375.0 2,232.0 437.0 0.0 0.0 0.0 0.0

Energy Avail. for BR (MWh): 13,833      
Ramp Rate Constraint: None

Notes:

1.  For the AS (Column E), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 133 MW and regulation of 60 MW.
2.  An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.  
3.  Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.
4.  Note: Base Resource minimum and maximum capacity are calculated on a daily basis instead of hourly basis.

Projected PurchasesLoads
CVP Corp. 

Transactions
Projected Base 
Resource (BR)


